NOTICE TO ALL CONTRACTORS:
You are hereby notified of the following changes, clarifications and/or modifications to the original Contract Documents, Project Manual, Drawings, Specifications and/or previous Addenda. This Addendum shall supersede the original Contract Documents and previous Addenda wherein it contradicts the same, and shall take precedence over anything to the contrary therein. All other conditions remain unchanged. This Addendum forms a part of the Contract Documents and modifies the original Contract Documents dated March 8, 2017. Acknowledge receipt of this Addendum in space provided on the Bid Proposal Form. Failure to acknowledge may subject Bidder to disqualification.

RESPONSE TO REQUESTS FOR INFORMATION (RFI):

1) QUESTION:
   How many IDF’s should we list for the patch panel unit price?
RESPONSE:
   The building maps identify the IDF location which are the location that you will have to provide

2) QUESTION:
   What type of conduit should we price? EMT, GRC, PVC ect?
RESPONSE:
   Whatever the industry standard is for conduit inside buildings

3) QUESTION:
   Is the contractor responsible for the patch cables in the IDF? What size?
RESPONSE:
   District will provide you with patch cables for both ends

4) QUESTION:
   What cable length should we use for a standard run for the unit pricing?
RESPONSE:
   200 feet

END OF ADDENDUM #5